Acme Sanitary Ware Co. Ltd.

1/F, Acme Building, 22-28 Nanking Street, Kowloon, Hong Kong
[ ] Tel: 2388 7171 Fax: 27108012
Email: acme@acmesanitary.com.hk
Since 1949  Wwebsite: www.acmesanitary.com.hk
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SANITARY WARE SPECIFICATION SHEET

Item Descriptions

American Standard (PRC) "Lynbrook™ Water-
saving wall hung top inlet urinal bowl; tested
on BS5520:1977, BSEN13407:2015,
BS3402:1969, HTM64:2006, BS3402 &

Illustration/ Drawing

BSEN274-1:2002; test report J28270A, i
J28270B, J28270C & J28270D; 1.5 LPF in
WELS Grade 1; Registration No. 1U 21-0025
Dimensions L425 x W372 x H780 mm
Model CP-6509.321.04
Material Vitreous China
Manufacturer American Standard (PRC)
Source Acme Sanitary Ware Co. Ltd
Mr. Eric Wong / Mr. Don Yuen
Jd 1
B
Contact Tel/Fax (852) 2388-7171 / (852) 2710-8012 N30 |
E-mail acme@acmesanitary.com.hk
Website www.acmesanitary.com.hk
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Note:

For top inlet urinal bowl, there is top inlet hole only

* All information of the above is for the reference only. No prior notice is made if any changes.
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This is to certify that

AF T 2/ A LA AR A
has registered the following urinal equipment under this scheme :
M ¥ /Brand American Standard
BB /Model CP-6509.321.04
fi %/ Category P

Jii#H | Country or Region Origin ' China

AR LT BEsS % A
@%mﬁo/{'c g’m;e)r/a//bn on bhe Weler %//(‘a'enq/ Tabel "77(‘1‘/0)! (/m//t’/é)
AR e

Water %ﬁd&mg/ &;’(I(/f ]

Mok it : AFHARR
Water st Yotume 3 1.5 /(7»?4/(5(1/«/0

SHEHM: 27 August 2021
Date of Issue:

K E
Water Supplies Department g

59

KIFBEZR(RERRT)
CEROBHARREREDE  YEEREWHBERK - for Director of Water Supplies
The above urinal equipment is operated with a smart demand operation to achieve additional water saving.
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Test

Title :
Method :
Report No. :
Completion :

Applicant

Name :
Address :

Sample

Brand :
Model :

Body marking :

PP ——

RINUTEK

1 certify this to be a true copy
of the orginal document.

Signed:
Wong Yee Ling!

Test Re“ort Date:  2022-10-31

Testing of Vitreous china bowl urinals (rimless t!pe)

BS 5520: 1977

128270A

13 May 2022 X

(Information below provided by client)

(Information below provided by client)
American Standard

CP-6509.322.04 (Back Inlet)
CP-6509.321.04 (Top Inlet)

Awmerican
Standard

turer ¢

Hua Mei Sanitary Ware Co., Ltd

Origin :
Description :

Approved Signatory

Signature :
Name (title) :
Date:

| RUTEK SYSTEMS [HK) LIMITED

China

Wall Hung Urinal

113, Biock A, Universal Insusiris] Cerire, 7375 Shar Mei Siree, Fo Tan, New Terrbories, Hong Keng

Pagelofd
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NINUTEK

INUTEK

| certify this to be a true copy
of the orginal document.

REPORTNO: 1282708 %6/ \

Wong Yee Ling
Date: 2022-10-31

Summary
[Test I Remark |
|Dimensions | Asshowninsection1 |

Results (apply only to samples tested)

1Dimensions
BS 5520: 1977

4
il 7
H
F

{ MUTEK SYSTEMS (HK] LIMITED

C
Variable | Denote [ unit Measured

Dimensions from top of bowl to centre of A | 159
|water supply hole or spreadfr ’ N
Diameter of water supply hole (when 8 289
provided) B
Centre of waste outlet from back of bowl c 1640 |
Wension of outlet of the waste flange D ;vrﬁfsﬂw o
Diameter of waste outlet E i 34.1
Distance from underside of waste outlet

3 ;. 1228
to lowest point of rim -
Overall projection of bowl from back 6 3740
surface [
Distance from underside of waste outlet H 6500
to top of bow!
Width of bowl at widest point J L 3620
Depth of waste outlet K 1 40.7
Overall result o | C
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NINUTEK O

| certify this to be a true copy
of the orginal document.

. Signed:
REPORT NO.: J 28270A T

Figure 1 - Sample Date: 2022-10-31

Figure 2 - Body Marking

Pagedofq

§ NUTEX SYSTEMS (HK) LIMITED
§ 130F, Biock A, Universa: indusiial Centre, 23-25 Shan el Siraet. Fo Tan, New Teritorias, Horg Kong
| Tol: +852 2605 5736 | Fine: +BS2 2692 0708 | Wlogulek.co | wwwnulgh.ca

NINUTEK i

1 certify this to be a true copy
of the orginal dpcument.

. Signed: .
REPORT NO.: | 28270A Wong et Ung
Date:  2022-10-31

General Note(s)
Definitions:

C- conformance

N - no requirement

NC - non-conformance

R - remainder

Qrganizations:
WSD - Water Supplies Department (of Hong Kong)
WHO - World Health Organization

- End of report -
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§ 130 Bk A, Ureversal Industrial Cantrs, 23-25 Shan Mt Straet. Fo Tan, Naw Temtories, Hong Kang
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NINUTEK

Test

Title
Method
Report No.
Completion

Applicant

Name :
Address :

Sample
Brand
Model

Manufacturer

Origin
Description

Approved Signatory

KIYNUTEK

1 certify this to be a true copy
of the orginal document.

Signed:
Worlg Yee Ling

TESt Regort Date: 20221031

: Testing of wall hung Urinal bow!
: BSEN 13407: 2015

1 1282708

: 26 Sep., 2022

(Information below provided by client)

(Information below provided by client)
. AMERICAN STANDARD
: CP-6509.322.04 (Back Inlet)
CP-6509.321.04 (Top Inlet)
: Hua Mei Sanitary Ware Co., Ltd
. China
: Wall Hung Urinal sl

Signature :

Name (title)
Date

: Chung Siu Yu, Alan/ (Engineer)
: 31 Oct, 2022
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REPORT NO.: ) 282708

KINUTEK

| certify this to be a true copy

of the orginal document.
Signed:

Wong Yee Ling
Date:  2022-10-31

Summary
[Test | Remark |
1 Flushing vioume and flow rate | c g |
2 Depth of water seal i c
3 Wash of bowl - C
4 Oversplashing o C
5 Discharge o
6 Water Absorption C »
Results (apply only to samples tested)
1 Flushing vioume and flow rate
BS EN 13407: 2015 Cl. 4.2 R —
Type |Variable | Unit | Measured | Required Remark |
" Flushing volume | 080 | >05,£50 g |
Flow rate I/s 02 | 0.2 +0.2/-0.1 C
|Overall result - C
2 Depth of water seal
BS EN 13407: 2015 Cl. 6.1
D Variable Unit [ Measured | Required | Remark
1 Depth of water seal mm | 580 250 £
Overall result ) N £
3 Wash of bowl
BS EN 13407: 2015 Cl. 6.2.1
| Variable Unit | Measured | Required | Remark |
1st flushing operation 0.0 = | =]
2nd flushing operation 0.0 — -
1 3rd flushing operation B e 0.0 -
4th flushing operation 00 | -
5th flushing operation 0.0
Average --. 0.0 <80 c 1
Overall result \ C 1
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{ NUTEK SYSTEMS (HK) LIMITED.
| 13F. Block A, Universa indualriél Canire, 23-25 Shan Mel Straat, Fo Tan, New Teritones, Horg Kang
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REPORT NO.: J 282708

KYNUTEK

1 certify this to be a true copy
of the orginal document.

Signed:

Wong Yee Ling
Date:  2022-10-31

4 Oversplashing
BS EN 13407: 2015 CI. 6.2.3
D < Variable Unit [ Measured | Required | Remark |
Splash beyond the edge of bowl and ! [ |
! wet the floor . o o | -
|Overall result | &
5 Discharge
BS EN 13407: 2015 Cl. 6.2.4
DS Variable | Unit | Measured | Required | Remark
Run over the rim of the bowl.
 § ‘ - No No ¢
Overall result | C
6 Water Absorption
BS EN 13407: 2015 Cl. 6.3
A E 7 Weight (kg) ; | Absorption | Required | Remark
LD Before Test Wt | 0 |
Sample 1 394 39.5 0.25 C
Sample 2 38.1 381 0.00 1.00% max. C
Sample 3 41.2 413 0.24 C
Average 0.17 0.75% max. C |
|Overall result c

NUTEK SYSTEMS (HX) LIMITED.

13 Bnek A, Universal indusinai Canra, 23-75 Shan Me Swast. Fo Tan, New Temtories. Hong Kang
{ Tul: +852 2605 5736 | Fax: 4652 2692 0755 | INf@nutsk co | wWww ek oo
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Figure 1 - Sample

| NUTEX SYSTEMS (HK) LIWTED

REPORT NO.: ) 282708

IINUTEK

| certify this 1o be 3 true copy
of the orginal dpcumen

Signed:
Wong Yee Ling
Date:  2022-10-31
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NINUTEK

NINUTEK

| certify this to be a true copy
of the orginal document.

Signed

Wang Yee Ling
Date:  2022-10-31

REPORT NO.: J 282708

General Note(s)
Definitions:

C- conformance

N - no requirement

NC- non-conformance

R - remainder

Organizations:
WSD - Water Supplies Department (of Hong Kong)
WHO - World Health Organization

- End of report -

E_ NUTEK SYSTEMS (HK) LIMITED
£ 13, Biock f, Universal Indusirial Gerire, 23-25 Shan Mei Stiesl, Fo Tan, New Termfories. Hong Hong
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NINUTEK

1 cestify this 1o be a true capy
of the orginal document.

L~

Viong Yee Ling

Signed:

Test Report o wai

Test
Title: Testing of Urinal

Method : BS 3402: 1969
Report No. : J 28270C

Completion : 30 Sep., 2022 to11 OCK: 2022

Applicant (Information provided by client)
Name:

Address :

Sample {Information provided by client)
Description : Wall Hung Urinal

Brand: AMERICAN STANDARD

Model : CP-6509.322.04 (Back Inlet)
CP-6509.321.04 Top Inlet)

Body Marking : A P

Manufacturer : Hua Mei Sanitary Ware Co,, Ltd

Origin: China A

Approved Signatory

Signature :

Name (title) : Chung Siu Yy, Alan (Engineer)

| NUTEK SYSTEMS [HK) LIMITED
§ 130F, Block A, Universal Indusires Cenire, 23-25 Shan Mai Sireet, o Tan, New Tamitonies, Hong Kong
§ Tol: +852 2808 5736 | Fax: #8532 2682 0798 | info@riek oo | www.nilek oo
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REPORT NO.: ) 28270C *&"**

Summary

RINUTEK

1 enrtify this to be a true copy
of the orginal document.

Wong Yee Ling
Date: 2022-10-31

Test %

1 Visual Examination

2 Water Absorption

3 Crazing

4 Chemical Resi: e Test

5 Resil e to Staining and Burning

Results (apply only to samples tested)

1Visual Examination
BS3402: 1969 Cl. 5.1, 5.4 & Table 2
Location Blemish or defect P d Remark
General Wavy finish None on all visible surfaces o
Warpage Not more than 6mm C
Discoloration None on all visible surfaces C
Flushing surface and Spots, blister and A total of not over three; no grouping;
: horizontal face of rims of pinholes for coloured appliances, blister and c
WC pans bidets and ‘pinhole limited to one.
urinals Bubbles and specks ~ |Not over two in one pottery square; a c
total of not over four
Polishing marks One only; none permitted for coloured ¢
fictures
Visible surfaces other Spots, blistersand  |A total of not over five; no grouping; for
than above | pinholes coloured appliances, no blisters are
permitted and pinholes are limited to a Cc
|total of two
Bubbles and specks | Not over three in one pottery square; a c
total of not over ten |
Overall result |
2 Water Absorption
BS 3402: 1969 Cl. 6
o] Weight(g) Absorption | Required | Remark
[ BeforeTest | AfterTest (%)

(Sample 1 136.0 136.5 037 c
Sample 2 | 139.7 | 1404 0.50 0.75% max. (3
sample 3| 157.8 1 158.6 051 [ S
1135 0.46 0.50% max. C
Overall result ¢

Page2ofs
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NINUTEK

REPORT NO.: J 28270C

RINUTEK

| certify this to be a true copy

of the mlnt;x}m\cm.
Signed:

Wong Yee Ling
Date:  2022-10-31

3 Crazing
BS 3402: 1969 Cl. 7
D |variabl [ Unit | Measured [ Required | Remark |
\Saturated steam MN/m? 0.34 0.33-0.35 c
Duration h 10 10 C
1 Sample 1 - No | c
j Sample 2 No | No [
| Sample 3 No [ i
[Overall result C

4 Chemical Resistance Test
BS 3402:1969C1. 8

Table 4 — Chemical solutions

containing 0

qu ton
% (wivol) of a rondensation product of
momylphenol with 5-10 melecules of sthyl
solution which contains 0,16% (wi/val) of the product
obtainable commercially under the trade name “Lis
NOTE 2 This salution consists of equal voluuses of w
of hydrochlorie acsd of specific gravity 118

Name of Chemical | Strength | Time | Temperatur B e
of solution \
-~ hours *c
Acetic acid 10 16 100
Citric acid 10 16 100
Dotergent (Note 1) |(Note 1) |48 60
Hydrochloric acid  |(Note 2) |48 {1510 21
Sodium hydroxide | 5 0.5 60
Sodium stearate 015 as 60
Sulphuric acid 3 16 100
NOTE 1 This consists of an aquasus selu -

[0} ?oluuon 0& MeaAs‘u‘red‘ Required | ,ggmark
1 Acetic acid No Loss C
Citric acid No Loss e
|Detergent Noloss | Noloss of (2
Hydrochloric acid No Loss - | reflectivity C
Sodium hydroxide | 0.5 60 No Loss on glaze C
Sodium stearate 48 60 | Noloss c |
Iphuric acid 16 100 Noloss | C
|Overall result c |
5 Resistance to Staining and Burning
BS 3402: 1969 Cl. 9
D |Variable ~ " unit | Measured | Required [ Remark
Methylene blue - | No Stain C
Sodium hypochlorite -- No Stain C
1 Hydrogen peroxide No Stain No stain C |
Amyl acetate - No Stain remains £
lodine in ethanol - No Stain c
2 Lighted cigarette - No Stain C
Overall result C
Page3of 5
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RINUTEK —

| certify this to be a true copy
of the orginal document.

" Signed:
REPORT NO.: ) 28270C e
Figure 1 - Sample Date: (2022-10-31

S TSI 5 s 2T T AL T "/ \

\!

Figure 2 - Body Marking - }
/
Pagedofs

NUTEK SYSTEMS [HK] LIMITED
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NINUTEK S

| certify this 10 be a true copy
of the orgingl decument.

REPORTHNO: J 282700 ¥ o]
Date:  2022-10-31
General Note(s)
Definitions:
C-conformance
N - no requirement
NC - non-conformance
R - remainder

Organizations:
WSD - Water Supplies Department (of Hong Kong)
WHO - World Health Organization

= End of report -
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INUTEK

| certify this to be a true copy
of the orginal document.

Signed:
TeSt Renort oute: 2021120

Test
Title : Testing of Urinal
Method : HTM 64: 2006; BS 3402 & BS EN 274-1; 2002
Report No. : ) 28270D
Completion : 30 Sep., 2022 to 11 Oct., 2022

Applicant  (Information provided by client)
Name :
Address :

Sample (Information provided by client)
Description : Wall Hung Urinal

Brand: AMERICAN STANDARD
Model : CP-6509.322.04 (Back Inlet)
CP-6509.321.04 (Top Inlet)

BodyMarkine: _ymroricanm,

Manufacturer : Hua Mei Sanitary Ware Co., Ltd
Origin: China

Approved Signatory

signature : % ﬂJﬂﬂ\

Name (title) : Lam Kwai Wah, Terry (Qfiéfatiorfs Manager)
Date: 22 Nov., 2022

Nutek Syticms is a testing sgepcy,
accepted by the Water Supplies
Department, for testing watee supply
fitvings.
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NINUTEK

| certify this to be a true copy
of the orginal document.
| ] /
REPORTNO.:)28270D ¥ =l

Dale: 2022-11-24
Summary
Test Remark
1 Visual ination C
2 Water Absorption C
3 Crazing i = o C
4 Chemical Resistance Test S C
5 Resistance to Staining and Burning €
6 Water Seal C

Note: Conformed to HTM64:2006 UR H/1/2/3 Urinal regirement

Results (apply only to samples tested)

1 Visual Examination
BS 3402: 1969 Cl. 5

NUTEHK SYSTEMS (HK) LIMITED
VUF, Block A, Universal Industial Cantre, 2325 Shan Mai Stroet, Fo Tan, New Territonias, Hang Kong
Tol: +B57 2605 5738 | Fax; +£52 2692 0794 | Infof@nuiek.co | wwrenuios oo

Location Blemish or defect Maximum permitted Remark
Flushing surface and Spots, blister and A total of not over three; no grouping;
horizontal face of rims of pinholes for coloured appliances, blister and C
WC pans bidets and pinhole limited to one.
urinals Bubbles and specks  |Not over two in one pottery square; a ¢
total of not over four
Polishing marks One only; none permitted for coloured ¢
fictures
Visible surfaces other Spots, blistersand | A total of not over five; no grouping; for
than above pinholes coloured appliances, no blisters are
permitted and pinholes are limited to a C
total of two
Bubbles and specks  |Not over three in one pottery square; a ¢
total of not over ten
Overall result C
2 Water Absorption
BS 3402: 1969 Cl. 6
D Weight (g) P quired | Remark
Before Test After Test (%)
Sample 1 136.0 136.5 037 C
Sample 2 139.7 140.4 0.50 0.75% max. C
Sample 3 157.8 1586 0.51 C
113.5 0.46 0.50% max. C
Overall result C
Page2ofs
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IKINUTEK

| certify this to be a true copy
of the orginal ment.
REPORT NO.: J 28270D 5“”“%;/
3 Craling Date:  2022-11-;
BS 3402: 1969.C1. 7 N ) —
[ b [variable | Unit | Measured | Required | Remark
Saturated steam MN/m? 0.34 0.33-0.35 C
Duration h 10 10 C
1 Sample 1 No C
Sample 2 = No [ No L2
Sample 3 | No G
|Overall result c

4 Chemical Resistance Test
BS 3402: 1969 Cl. 8

Table 4 — Chemieal solutions

Nawe of Chemical

hours “C
Acetie acid 10 16 100
Citrie acid 10 16 100
Detergent (Note 1) [(Note 1) |48 60
Hydrochlovic ncid  |(Note 2) [48 |15t 21
Sodium hydroxide | 5 0.5 60
Sodium stenrate 015 48 GO
Sulphuric acid 3 16 100
[NOTE | This convista of an aquesus sclution
containing 0.04 *+ (wt/vol) of @ condensation product of
nonylphenal with 8-10 molecules of ethylene oxide A puitable
2olution which cantains O 15% (wt/vol) of the praduct is
obeainable conunercially under the tvade naue -Lissapol N
NOTE2 Ths h consists of equnl volumes of water and
of hydrochlorsc of apecific gravity | 18
YR Solution Time (h) | Temperat- | Measured | Required Remark
LT S R M, v I, ) N
1 |Acetic acid 16 100 Noloss | C
Citric acid 16 100 No Loss C
Detergent 48 60 No Loss No loss of _E
Hydrochloric acid 48 20 NoLoss | reflectivity c
Sodium hydroxide 0.5 60 No Loss on glaze ¢
Sodium stearate 48 60 Noloss C
Sulphuric acid 16 100 No Loss C
|Overall result | C
5 Resistance to Staining and Burning
B53402: 1969 C1. 9 N -
) Variable Unit M ed | Required | Remark
Methylene blue - No Stain _—Y,
Sodium hypochlorite — No Stain C
1 Hydrogen peroxide No Stain No stain C
Amyl acetate No Stain remains C
_|lodineinethanol = | Nostain | £
2 Lighted cigarette - No Stain | £
Overall result C
Page 30fS
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REPORT NO.: J 28270D

INUTEK

| eertify this to be o true copy
of the orgl nt.

Signed:

Wi
Date:  2022-11.

6 Water Seal

BEEN 274-1: 2002 €. 4.5 / R

| Variable Unit Measured |  Requirement - Remark
Depth of water seal mm 81 250 for partly filled discharge branches C

Overall result L2 ] c

Figure 1 - Sample

P TS SR ST TYIREER Ve

{ NUTEK SYSTEMS (HK) LIMITED
| 13, Bl
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| certify this to be a true copy
of the orginal document.

REPORT NO.: ) 28270D L T ving
Figure 2 - Body Marking Date:  2022:11-24

General Note(s)
Definitions:

C- conformance

N - no requirement

NC - non-conformance

R - remainder

Organizations:

WSD - Water Supplies Department (of Hong Kong)
WHO - World Health Organization

- End of report -
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